In order to re-estimate and improve the decrease of organic compounds, the more detailed surveys in Damai landfill site located in a mountain area in Vietnam and some experiments using the leachate from this site were conducted. Afterward, a plan for improving the decrease of organic compounds in Damai site was proposed and O 3 /H 2 O 2 was also conducted as an alternative method of fenton treatment. The obvious variations in water quality parameters were observed in all raw lechates. Regardless of the variations , BODs and COD were generally high in the raw leachate, showing the long-term outflow of organic compounds , and the ratio of BOD 5 to COD were high of 0.17 ~0.32. The discharge criteria in Vietnam were met in the final discharged water. The extension of HRT from 20 to 40 h caused a higher extent of BOD 5 removal, but no obvious effect on the removals of COD and color. 
Introduction
According to recent economic development, the amount of waste has been rapidly increased in Vietnam. Tatsuo et al. [1] has reported that the amount of waste in Hanoi City will reach 2,415 t/day in 2002 and that in Ho Chi Minh City 4,210 t/day in 2000, respectively. The report published by the Ministry of Natural Resource and Environment (MONRE) in 2004 also simulates that the amount of solid waste will run up to 40 million t/year in 2015, 70 million t/year in 2020, and 90 million t/year in 2025, respectively [2] . This report also indicates that the total number of landfill site in Vietnam is 91, and that those equipped with a sanitary treatment system is only less than 20%. Moreover, the treatment systems in landfill sites have been indicated to be not necessarily operated efficiently [3] .
In Vietnam, only slight amount of waste are treated through selection, separation by aeration, crash to pieces, and then recycled as fertilizer. However, almost all waste are collected together and directly dumped into landfill site without incineration from economical viewpoint [3] . As a result, the deterioration of water environment is seriously worried by the long-term outflow of biodegradable components from food residue. Tatsuo et al. [1] has also reported that municipal waste occupies approximately 70% of total amount of waste in Hanoi City and Ho Chi Minh City. In addition, due to natural conditions such as high moisture and much rainfall, a large amount of leachate may spill from the dumping area in landfill site. On the other hand , due to the enlargement of city area and the increase in awareness for the pleasant water environment, the new construction of landfill sites in the surrounding area of a city become more and more difficult recently. Therefore, recent landfill sites tend to be newly constructed in distant area from the center of a city and/ or mountain area.
Many surveys for the present state of landfill site in Vietnam have been conducted [3] [4] [5] . These surveys have showed that landfill leacheates in Vietnam generally contained highly concentrated organic compounds, and that the developments of more efficient treatments were needed. The shortage of fund and luck of appropriate knowledge for treatment technology have been also indicated [3] . However , these surveys are mainly targeted to landfill sites located in the suburbs of big cities, not to landfill sites in the mountain areas where possibly cause a serious effect on the water environment. Therefore, surveys targeted to landfill sites in the mountain areas are necessary from now on. From these backgrounds, Takahashi et al. [6] have conducted the survey of six landfill sites in Vietnam including Damai landfill site (Damai site) located in a northern mountain area in Thai Nguyen Province. These reports have also showed that fenton treatment was installed in some Damai site for the removal of non-biodegradable organic compounds and color. Fenton treatment has been applied to the treatment of landfill leachates as well as municipal wastewater [7] [8] [9] , and some advantages such as no mass transfer limitation, no form of energy, and technological simplicity have been showed [8] . On the other hand, it has been generally indicated that there were some concerns in fenton treatment. That is, pH adjustment of around 3, later pH re-adjustment to neutral region for discharge, and treatment of Fe(OH) 3 sludge produced during the reaction process are necessary. These procedures are heavy tasks in Damai site, because of shortage of both man power and area [3] . [10, 11] .
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In this study, the more detailed surveys based on the previous report [6] were further conducted to estimate the present extent of the decrease of organic compounds in Damai site. In parallel of these surveys, some experiments were also conducted in Institute of Environmental Technology, Vietnamese Academy of Science and Technology (lET) for re-estimating the present extent of the decrease of organic compounds in Damai site, and afterward, a plan for improving the decrease of organic compounds was proposed and O 3 /H 2 O 2 was also conducted as an alternative method of fenton treatment.
Present state in Damai site
Damai site, which occupies 270,000 m 2 area, is located in a northern mountain area approximate 100 km away from the center of Hanoi City, and has been operated by Urban Management Thai Nguyen Company since 2002. The domestic waste collected from Thai Nguyen City and its suburb was directly dumped into the site without incineration. Photo 1 shows the dumping place in Damai site. The dumping place is located in the upper area (left side in Photo 1), and the reservoir receiving the raw leachate in the down area (right side in Photo 1).
Photo 2 shows the appearance of the treatment plant in Damai site. The green house in the right side is the administration center. Table 1 shows the capacity and the treatment flow of this treatment system. The raw leachate is temporarily stocked at the first reservoir, and if necessarily, the pH value is adjusted to neutral region. Afterward, the leachate is biologically treated for the removal of organic compounds, and fenton treatment and the coagulation/sedimentation using poly aluminum chloride (PAC) (fenton/PAC treatment) are further conducted for the removal of non-biodegradable organic compounds and color to meet the discharge criteria in Vietnam (B class of QCVN40) [6] . The final treated water is discharged to the nearby water body. It is easily expected that water quality parameters will be affected by rainfall in the site, because of a completely open type system. 
Methods

Survey of raw leachate and each treated water in Damai site
The raw leachate was taken from the first reservoir. In the more detailed surveys, the each treated water were also taken after biological treatment, fenton treatment and the coagulation/sedimentation using PAC, and final reservoir , respectively . All sampling water were stored in a refrigerator in lET and kept on 4 o C just before the analysis of water quality parameters.
Settlement of new reaction conditions and construction of experiments in lET
All chemicals used were produced by Wako Pure Chemical industries (Japan). The mixed liquor was obtained from the aeration tank in Damai site. All experiments were conducted at an ambient temperature.
The raw leachate was first coagulated. Coagulation was conducted using a jar tester (JLT 6, Italy). Basic reaction conditions were referred to those of Damai site. 500 mg/L of PAC solution was used as a coagulant, and 5 mg/L of A 101 solution was also added as a coagulation aid. These coagulants were added to the raw leachate of 500 mL adjusted to pH value of 7 to 8. Rapid agitation at 150 rpm for 3 min and following slow agitation at 50 rpm for 3 min were conducted, respectively, and then, the solution was settled for 60 min. The supernatant after coagulation was then biologically treated. The pH values of the solutions were controlled between 7 and 8 by adding 4 M-H 2 SO 4 or 2.5 M-NaOH solution. Figure 1 shows a schematic diagram of the biological treatment apparatus. Basic reaction conditions were referred to those of Damai site. The concentration of MLSS was definitely adjusted to 2,500 mg/L. Because there is a room for utilizing an unused aeration tank in Damai site, HRT in the aeration tank can be extended from 20 to 40 h. Therefore, HRT was adjusted to 40 h as well as 20 h. The biologically treated water was then treated by fenton treatment or O 3 /H 2 O 2 . Basic reaction conditions in fenton treatment were referred to those of Damai site and the references [7] [8] [9] . The pH value of biologically treated water was adjusted to 3.5 using 4 M-H 2 SO 4 before fenton treatment. Afterward, 400 mL of FeSO 4 • 7H 2 O (concentration of 400 mg/L) and 100 or 150 mL of H 2 O 2 (30%, concentration of 100 mg/L) were added to the sample solution of 1,000 mL. The suitable weight ratio of Fe to H 2 0 2 (O) in fenton treatment has been reported as around 3.5 [12] , and in the case of 400 mg/L of FeS0 4 •7H 2 O and 100 mg/L of H 2 O 2 (30%), the weight ratio Open Access
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The reaction conditions of 1-F and 1-0 generally utilized those in Damai site and the objective is mainly the re-estimation of the present state in Damai. On the other hand, the reaction conditions of 2-F and 2-0 modified those in Damai site and the objective is the improvement of the decrease of organic compounds.
Fenton treatment and coagulation with PAC were separated in this new treatment system. Coagulation using PAC was placed as a pre-treatment for biological treatment. AOP is generally desirable to be placed in the late stage of treatment system, because HO• can react with many kinds of organic compounds. As a result, fenton treatment and O 3 /H 2 O 2 was placed after biological treatment. In the experiment of 1-F and 1-0, the weight ratio of Fe to H 2 O 2 (O) and the reaction time in O 3 /H 2 O 2 were adjusted to 2.3 and 100 min, respectively. In the experiment of 2-F and 2-0, the weight ratio of Fe to H 2 O 2 (O) was adjusted to 3.4, and the reaction time of O 3 / H 2 O 2 was shortened from 100 to 60 min, because long-term ozonation was not so efficient [11] . Figure 3 shows the new treatment system and the sampling points.
Analytical methods
5-Day biochemical oxygen demand (BOD 5 ) , chemical oxygen demand (COD)
, and color were measured according to the standard methods [14] .
Results and Discussion
Further survey of raw leachate and each treated water
The concentration of heavy metals of as, total Hg, Cd, and Pb in May 2013 have been already shown to be less than those of the discharge criteria in Vietnam [6] . Afterward, the sampling items were targeted to BOD 5 , COD, and color to investigate the decrease of organic compounds.
The more detailed surveys based on the previous report [6] and the analysis of the data was conducted to estimate the present extent of the decrease of organic compounds in Damai site. Figure 4 shows the variations of BOD s, COD, and color in raw leachates. A heavy rain fall is actually confirmed before the sampling in Dec. 2014, and this will be one of the main reasons for low values of water quality parameters.
As shown in Figure 4 , the obvious variations in water quality parameters were observed at each sampling day. Regardless of the variations, BOD 5 and COD representing the content of organic compounds were generally was calculated to 3.4. The solution was then mixed at 200 rpm for 20 min and settled for 30 min. The solution after the decantation of supernatant was taken as the treated water after fenton treatment. O 3 /H 2 O 2 , Which is an alternative method of fenton treatment, was also conducted using a semi-batch type ozonation apparatus illustrated in Figure 2 . The biologically treated water of 1.5 L was placed in a reactor of 100 em height and 5.4 em diameter (total volume of 2.3 L) and added with 1.6 mL of H 2 O 2 (30 %). The sample solution was ozonated by bubbling oxygen gas containing 10 mg ozone/Lata flow rate of 4 Ll/min for up to 100 min. The molar ratio of H 2 O 2 to O 3 after 100 min was adjusted to around 0.4 (0.6 after 60 min), because a suitable value has been reported to be in the range of0.5-1.0 [13] .
Some laboratory-scale experiments of 1-F, 1-0, 2-F, and 2-0 were conducted in lET by combining these reaction conditions. Table 2 Open Access 4 high in the raw leachates, showing the long-term outflow of organic compounds. The ratio of BOD 5 to COD (BOD 5 /COD) representing the biodegradability [7] were high of 0.17~0 .32. In addition, color were 320 in 2014 , 320 in 2015, and 460 in 2016 , respectively, and the appearance of all raw leachates was dark brown possibly derived from fumic substance. The concentrations of chlorine ion were very high between 320 and 618 mg/L. Figure 4 indicates that further surveys will be necessary to estimate the present extent of the decrease of organic compounds by the each process, because the variations in raw leachate has observed. Only the raw leachate (①) was taken in the survey in 2013, and at the following survey, other three sampling water were also taken after biological treatment (aeration →sedimentation) (②), fenton/PAC treatment (fenton →PAC → coagulation/sedimentation) (③) , and final discharged water (④) , respectively. Figure 5 shows the variation of water quality parameters in raw leachate and treated water after each process in Dec. 2014. As the reaction proceeds, BOD 5 , COD, and color were gradually decreased. As a result, the discharge criteria in Vietnam of BOD 5 50, COD 150, and color 150 were met in the final discharged water. The same trends were also observed in Jan. 2015 and Feb. 2016. Photo 3 shows the appearance of raw leachate and each treated water sampled in Dec. 2016. Sample numbers from ① to ④ correspond to the above mentioned solutions, respectively. The color phase of the treated water after fenton/PAC treatment (③) was relatively dark yellow and a slight amount of suspended solids was contained. Further improvement was observed through the retention in last reservoir (④), because of the precipitation of these suspended solids and/or dilution by rainfall. As a result, the discharge criteria in Vietnam were met in the final discharged water in Damai site, and however, it has also shown that some extent of purification is depending on the last reservoir.
In order to investigate the extent of the present decrease of organic compounds in Damai site, the removal rates by biological treatment and fenton/PAC treatment were calculated in each sampling water. Figures 6  and 7 shows the removal rates by biological treatment and fenton/PAC treatment, respectively. Figure 6 shows both the big variation in the extent of the decrease and the low BOD 5 removal rate between 16 and 67%. Taking into account that BOD 5 removal of more than 90% can be obtained under general activated sludge method, BOD 5 removal rate in Damai site is very low, and there will be a room for improving the decrease of organic compounds including BOD 5 components. Figure 7 also shows the big variation in fenton/PAC treatment as well as biological treatment.
Re-estimation of present state in Damai site and proposal for improving decrease of organic compounds
It was shown from the more detailed survey that there will be a room for improving the decrease of organic compounds. Therefore, some experiments of 1-F, 1-0, 2-F, and 2-0 shown in Table 2 and Figure 3 were further conducted in lET. The experiments of 1-F and 1-0 are conducted mainly for re-estimation of the present state in Damai site, and those of 2-F and 2-0 for improvement of the decrease of organic compounds. Figure 8 shows the change of BOD 5 (A), COD (B), and color (C) by these new treatment system. As shown in Figure 8A , higher extent of BOD 5 removal was obtained by extending HRT from 20 to 40 h. As a result, final BOD 5 values in 2-0 and 2-F met the discharge criteria in Vietnam, but not in 1-F and 1-0. These results show that the extension of HRT contributes Open Access
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to the increase of BOD 5 removal. On the other hand , the extents of COD and color removal were almost the same extents between 1-F, 1-0, 2-F, and 2-0, as shown in Figures 8B and C, showing that the extension of HRT causes no obvious effect on the removals of COD and color.
The change of weight ratio of Fe to H 2 O 2 (O) from 2.3 to 3.4 (from 1-F to 2-F) caused a slight increase in the removal of BOD 5 , COD, and these final values roughly met the discharge criteria in Vietnam, as shown in Figures 8A and B. Final color values in 1-F and 2-F met the discharge criteria in Vietnam, and however, no detectable difference between 1-F and 2-F was observed in the removal of color (see Figure 8C) , These indicate that the change of weight ratio of Fe to H 2 O 2 (O) brings only the economic advantage of the decrease in the amount of H 2 O 2 , not the sufficient decrease of water quality parameters.
A decrease of BOD 5 value was observed in 2-0 and final BOD 5 value meet the discharge criteria in Vietnam. As shown in Figure 8C , an obvious increase of color removal was observed in 1-0 and 2-0, where O 3 /H 2 O 2 was used instead of fenton treatment. As a result, all final values of BOD 5 , COD, and color in 2-0 met the discharge criteria in Vietnam. The shortening of reaction treatment from 100 to 60 min is cost-effective, and however, treated water after 30-min reaction in 2-0 did not meet the discharge criteria of BOD 5 and COD (not shown in Figure 8 ). These indicate that O 3 /H 2 O 2 would be a promising method in Damai site, where H 2 O 2 has already used, and that the adjustment of reaction time is an important factor in terms of both the decrease of organic compounds and economical vievrpoint.
The final values of BOD 5 , COD, and color obtained in 2-0 met the discharge criteria in Vietnam, and the treatment system of 2-0 shown in Table 2 and Figure 3 will be an alternative method in Damai site, especially in terms of the increase of color removal. Table 3 Open Access
